MIAMI-DADE

_ MIAMI-DADE COUNTY

COUNTY ‘ PRODUCT CONTROL SECTION
11805 SW 26 Street, Room 208

DEPARTMENT OF REGULATORY AND ECONOMIC RESOURCES (RER) Miami, Florida 33175-2474

BOARD AND CODE ADMINISTRATION DIVISION T (786) 315-2590 F (786) 315-2599

NOTICE OF ACCEPTANCE (NOA) www.miamidade.gov/economy

Detex Corporation

302 Detex Drive

New Branufels, TX 78130

Scork:

This NOA is being issued under the applicable rules and regulations governing the use of construction materials. The
documentation submitted has been reviewed and accepted by Miami-Dade County RER -Product Control Section to be
used in Miami Dade County and other areas where allowed by the Authority Having Jurisdiction (AHJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control Section
(In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right to have this product
or material tested for quality assurance purposes. If this product or material fails to perform in the accepted manner, the
manufacturer will incur the expense of such testing and the AHJ may immediately revoke, modify, or suspend the use
of such product or material within their jurisdiction. ~RER reserves the right to revoke this acceptance, if it is
determined by Miami-Dade County Product Control Section that this product or material fails to meet the requirements
of the applicable building code.

This product is approved as described herein, and has been designed to comply with the Florida Building Code,
including the High Velocity Hurricane Zone.

DESCRIPTION: Detex Series “H-10, FH 10, H-40 , FH-40, HV40 & FHV40” Rim Panic Exit Devices w/wo-
Removable mullions-Impact (Component Approval)

APPROVAL DOCUMENT: Drawing No. 13-045 (OLD 12-025), titled “Advantex Series RIM Panic Exit Hardware”
sheets | through 9 of 9, prepared by Tilteco, Inc., dated 11/25/13, signed and sealed by Walter A. Tillit Jr., P.E., bearing
the Miami-Dade County Product Control Renewal stamp with the Notice of Acceptance number and expiration date by
the Miami-Dade County Product Control Section.

MISSILE IMPACT RATING: Large and Small Missile Impact

Limitations:

L. See Rim Panic Exit (component) Design Pressure Ratings (DP) for series H10, FH 10, H40 & FH40 (in single or
double door w/ Yale M-200 or Detex H90R mullion) in 16ga doors, in sheets | thru 4. See Rim Panic Exit (component)
DP ratings for series FH10, FH 10, HV40 & FHV40 (single or double door w/ Yale M-200 or Detex H90R mullion) in
16 ga doors, in sheets 5 thru 9. Lower DP ratings of Panic Exit Component Approval or Door System shall control the
entire assembly. See door system qualifications and additional limitations in sheets 1, 5 and 7 of the approval Dwe.

2. Electrical and Fire ratings are not part of this approval.

L ABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, city, state and series and
following statement: "Miami-Dade County Product Control Approved", noted herein.

RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been no change
in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of any product, for
sales, advertising or any other purposes shall automatically terminate this NOA. Failure to comply with any section of
this NOA shall be cause for termination and removal of NOA.

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by the
expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then it shall be done
in its entirety.
INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or 1ts distributors and
shall be available for inspection at the job site at the request of the Building Official.
This NOA renews NOA # 13-00717.13 consists of this page 1 and evidence pages E-1, as well as approval document
mentioned above.
The submitted documentation was reviewed by Ishaq I. Chanda, P.E,
NOA No. 15-0415,08
Expiration Date: April 07, 2016
Approval Date: July 02, 2015
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Detex Corporation

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

DRAWINGS

1. Manufacturer's parts drawings and sections,

2. Drawing No. 13-045 (OLD 12-025), titled “Advantex Series RIM Panic Exit Hardware” sheets 1
through 9 of 9, prepared by Tilteco, Inc., dated 11/25/13, signed and sealed by Walter A. Tillit Jr., P.E.

TESTS ((Submitted under files #13-0717.13/ #12-0209.11/ 10-0303.02)
1. Reference Test reports on: 1) Air Infiltration Test, per FBC, TAS 202-94
2) Uniform Static Air Pressure Test, Loading per FBC TAS 202-94
3) Water Resistance Test, per FBC, TAS 202-94
4) Large Missile Impact Test per FBC, TAS 201-94
5) Cyclic Wind Pressure Loading per FBC, TAS 203-94
6) Forced Entry Test, per FBC 2411 3.2,1, TAS 202-94
Along with installation diagrams of Panic exit devices w/ Detex H90R removable mullion w/
revised marked-up drawings, prepared by Architectural Testing, Test Report No(s). C-2828.01-450-
18, dated 03-14-13 and revised on 09/27/13 and C-3375.01-450-18, dated 03-20-13 and revised on
09/26/13, both signed and sealed by Vinu I. Abraham, P.E.
2. Test reports on: 1) Air Infiltration Test, per FBC, TAS 202-94
2) Uniform Static Air Pressure Test, Loading per FBC TAS 202-94
3) Water Resistance Test, per FBC, TAS 202-94
4) Large Missile Impact Test per FBC, TAS 201-94
5) Cyclic Wind Pressure Loading per FBC, TAS 203-94
6) Forced Entry Test, per FBC 2411 3.2.1, TAS 202-94
Along with installation diagrams of Panic exit devices, prepared by Hurricane Test Laboratory,
LLC. Test Report No. HTL-0345-0203-04, dated 02-11 thru 21-2004, signed and sealed by Vinu J.
Abraham, P.E. (Submitted under files # 12-0209.11/ 10-0303.02)

CALCULATIONS

1. Anchor verification & Mullion structural & comparative calculation per FBC 2010, dated
07/10/13, 10/11/13 and 11/21/13, prepared by Tilteco, Inc, all signed and sealed by Walter A,
Tillie Jr., P.E.(Submitted under files #13-0717.13)

QUALITY ASSURANCE
1. Miami Dade Department of Regulatory and Economic Resources (RER).

MATERIAL CERTIFICATIONS
1. None

STATEMENTS

1. Statement letter of conformance to FBC 2010 and 1-year renewal, dated 06/23/15 issued by
Tilteco Inc., signed and sealed by Walter A, Tilliet Jr., P.E.

2. Statement letter dated 04/21/135, issued by National Certified I.ab for Detex upcoming
verification test, signed by Chris Bennett.

3. Lab compliance as part of the above referenced test report.

OTHER
1. This NOA renews NOA # 13-0717.13, expired on April 07, 2015.
2. Detex H90R & Yale M-200 removable mullion catalogs & brochures.
3. Detex Test proposal dated 05/08/15, approved by RER.
( Q l/\." ﬁ l .~ Ll/\C\L\/LLE‘

Ishaq I. Chanda, P.E.

Product Control Examiner
NOA No, 15-0415.08

Expiration Date: April 07, 2016
Approval Date: July 02, 2015




N POOR A ALICN

ADVANTEX RiM PANIC EXIT HARDWARE, SHOWN ON THIS PRODUCT APPROVAL DOCUMENT (P.AD.) HAS
BEEN VERIFIED FOR COMPLIANCE IN ACCORDANCE WITH THE 2010 EOITION OF THE FLORIDA BUILDING
CODE (F.B.Ci). ADVANTEX RIM PANIC EXIT HARDWARE MAY BE [NSTALLED YATHIN HIGH VELOCITY
HURRICANE ZONES, :

DESIGN WIND LOADS SHALL 8E DETERMINED AS PER SECTION 1620 OF THE ABOQVE

MENTIONED CODE, USING 7—10 AND SHALL NOT EXCEED THE MAXIMUM (A.5.0.) DESIGN PRESSURE
INDICATED ON NOTE 2,

N GRDER TQ VERIFY THE ABOVE CONDITION, ULTIMATE DESIGN WIND LOADS DETERMINED

PER ASCE 7~-1Q SHALL BE FIRST REDUCED 1O A.S.D. DESIGN WIND LOADS 8Y MULTIPLYING

THEM BY 0.6 IN ORDER TO COMPARE THESE W/ MAX, (A.5.0) DESIGN PRESSURE RATINGS
INDICATED ON NOTE 2,

IN ORDER TO VERIFY THAT ANCHORS ON THIS P.AD., AS TESTED, WERE NOT OVERSTRESSED, A 337
INCREASE IN ALLOWABLE STRESS FOR WIND LOADS WAS NOT USED IN THEIR ANALYSIS,

THIS PRODUCT'S ADEQUACY FOR IMPACT AND CYCLIC RESISTANCE HAS BEEN VERIFIED IN
ACCORDANGE WITH SECTION 1628 OF THE ABOVE MENTIONED CODE AS PER PROTOCOLS TAS—20i,
TAS—202, TAS—203, PER HURRICANE TEST LABORATORY REPORT # 0345-0203-04 AND AS PER
SUBMITTED STRUCTURAL CALCULATIONS, PERFORMED AS PER SECTION 1615 OF THE FLORIDA
BUILDING CODE, 2010 EDITION.

. MAX, AS.D, DESIGN PRESSURE RATING FOR RIM-PANIC EXIT DEVICE (COMPONENY APPROVAL)
SINGLE DOORS!

POSITIVE
NEGATIVE

+70 PSF.
-70 PSF,

. ADVANTEX RIM PANIC EXIT HAROWARE SHALL COMPLY WITH SECTIONS 1008.1.2, 1008,1.9.1,
1008.1,9.2, 1008.1,10 AND 1101 OF THE FLORIDA BUILDING CODE AND ALL OTHER RELEVANT
APPLICABLE SECTIONS OF THE CODE, L

ALL REINFORCEMENTS TO BE SPOT WELDED OR BETTER BY DOOR MANUFACTURER.

. ALl DIMENSIONS SHALL BE IN ACCORDANCE WITH MANUFACTURER'S STANDARD INSTALLATION
- INSTRUCTIONS,

ADVANTEX RIM PANIC EXIT DEVICE 10 AND 40 SERIES RIM CAN BE SUPPLIED WITH THE FOLLOWING
ELECTRIFIED OPTIONS: (NOT PART OF THIS APPROVAL) EA, £D, EE, Ei, EM, ER, ES, EX, W, CD, HD
& LD. PERFORMANCE OF ELECTRIFIED OPTION NOT PART OF THIS AFPROVAL, BUT SHALL BE
CERTIFIED BY AN JNOEPENDENT TESTING AGENCY. ’

ADVANTEX RIM PANIC EXIT DEVICE 10 AND 40 SERIES RIM CAN BE SUPPLIED WATH THE FOLLOWING
TRIM DESIGNATIONS:

01P0, Q2CH(N), 020A(N), O2LS(N), 02TA(N), OICH(N), 03PR(N), 03WGC, 03WS(N), 0BBR(N), 08DA(N),
0BLS(N), OBMC{N), 0STA(N), 09BR(N), 0SDA(N), OSLS(N), OSMC{N), OSTA(N), 14BR(N), 14DA(N),
14LS(N), 14TAN).

(N) PROVIDED ONLY ON AOVANTEX 40 SERIES DEVICES.

. (@) THIS P.A.D. PREPARED BY THIS ENGINEER IS GENERIC AND DOES NOT PROVIDE INFORMATION FOR
A SITE SPECIFIC PROJECT: Le. WHERE THE SITE CONDITICNS DEVIATE FROM THE P.A.D,

(b) CONTRACTOR TO BE RESPONSIBLE FOR THE SELECTION, PURCHASE AND INSTALLATION INCLUDING
LIFE SAFETY OF THIS PRODUCT, BASED ON THIS P.AD., PROVIDED HE/SHE DOES NOT DEVIATE FROM
THE CONDITIONS DETAILED ON THIS DOGUMENT. CONSTRUCTION SAFETY AT SITE IS THE
CONTRACTOR'S RESPONSIBILITY.

{c) THIS P.AD. WILL BE CONSIDERED INVALID IF ALTERED BY ANY MEANS,

(d) SITE SPECIFIC PROJECTS SHALL BE PREPARED BY A FLORIDA REGISTERED ENGINEER OR
ARCHITECT WHICH WILL BECOME THE ENGINEER OF RECORD (£.0.R.) FOR THE PROJECT AND WHO
Wili. BE RESPONSIBLE FOR THE PROPER USE OF THE P.A.D. ENGINEER OF RECORD, ACTING AS
DELEGATED ENGINEER TO THE P.A.D. ENGINEFR, SHALL SUBMIT TO THIS LATTER THE SITE SPECIFIC
DRAYINGS FOR REVIEM.

{o) ORIGINAL P.AD, SHALL BEAR THE DATE AND ORIGINAL SEAL AND SIGNATURE OF THE
PROFESSIONAL ENGINEER OF RECORD THAT PREPARED IT.

PANIC DEVICE'S MANUFACTURER LABEL SHALL BE PLACED ON A READILY MViSIBLE LOGCATION.
ONE LABEL SHALL BE PLACED FOR EVERY UNIT. LABEL SHALL READ AS FOLLOY/S:

DETEX CORPORATION or Detex company logo

NEW BRAUNFELS, TEXAS 78130

ADVANTEX H10/FH10 & H40/FH40 SERIES.

MIAMI--DADE COUNTY FRODUCT CONTROL APPROVED.

BILL OF MATERIAL FOR ADVANTEX

H40 & FH40* SERIES (NARROW) RIM DEVICE SINGLE DO

H10 & FH10* SERIES (WIDE) & ADVANTEX

OR APPLICATION

UHDERWRITER'S LABORATORIES ~ ULSOC,

ITEM DESCRIPTION COMMENTS i °E,‘gg,§“f MATERIAL (NOT:;F%M@O% Eo;}g.mm
1 |MAMI-DADE COUNTY APPROVED SINGLE DOOR & FRAME 1 - oD AT NEAG
302 & 304 S5, 16
2 |DETEX ADVANTEX H10 & FH10 SERIES WIDE 1 [202.& S04 EA AND ALUM. oA » BEemato B A oo
DETEX ADVANTEX H40 & FH40 SERIES NARROW §063—T6 ALLOY AND TEMPER, £ = ooy mgﬁﬁm‘“"
B w» DELAY ECRESS WITH MAGHETK) LOCKRD
WIDE, -
MOUNTING PLATE, 40 SERIES EX = ELECTRONO Al e
4 |ENDCAP BRACKET 1 {13 GAGE CRS METAL 0" GrLRDER o0
5 |ENDCAP 1 |14 OAGE 304 OR 318 S.5. 10 v MK vy
DA(N)=BRASS FORMING P ;
LS(N)=BRASS FORMING
WS(N)=
o N}:? hor o Pt PO = POCONO
6 JOVTSIDE TRIM OPTIONAL | A/R lER=N)=O.16' THICK 6062—H32 ALUM/ 5@5@%‘“’ oLE
(SEE GENERAL NOTE 7) AT(N)=16 GAGE CRS METAL YaTKS
| Hee AP o Ty
2l =
MOUN)=ZING DIE CASTING e e b7k m FARO eV
LM{NJ=ZING DIE CASTING %Hﬂ
PHPMS, =
CHASSIS COVER, 10 SERIES WIDB 1 |17 GA. 304§ FBPU.OMS, = FLAT HEAD PHLLPS
7 [CHASSIS COVER, 40 SERIES NARROV AT FHPMS, » FUT L
S& JHG.S. = SOCKET HEAD CAP SCREW
1/4-20 PH.PM.S. WIDE 10 “ Fir
9 .
1/4~20 P.H.P.M.S, NARROW 8 i '--.,/):/ 9
10 [10-32 F.H.PU.CM.S, 12 ,32 /'{2:&
11 |10~24 FH.PUCHMS, . : *"—‘"}
12 |6-32 FH.PU.CMS. : AN
13 |1/4-20 PHPMS, 2 X & A
14_|HINGE 2 32, OF ‘a8
19_| DADE COUNTY N.O.A LABEL (GENERAL NOTE {i9) 1 N T4 1 Q‘Eo ,cz oR DV‘--"@@
*x7" . . T '.‘|I|l10".' (]
20 [1,75"x7" FRAME STRIKE REINFORCEMENT o375 FOWBERED Xy S/ONALE, Q)\,."'
21 |3/4" HIN. THROW LATCHBOLT 1 IMETAL (FY=47KSI) wUNAL BT
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. ADVANTEX Rl PANIC EXIT HARDWARE, SHOWN ON THIS PROBUCT APPROVAL DOCUMENT (P.AD.) HAS
BEEN VERIFIED FOR COMPLIANGE IN ACCORDANCE WITH THE 2010 EOITION OF THE FLORIDA BUILDING

CODE (F.B.C.). ADVANTEX RIM PANIC EXIT HARDWARE MAY BE INSTALLEC WITHIN HIGH VELOCITY

HURRICANE. ZONES.

DESIGN WIND LOADS SHALL DE DETERMINED AS PER SECTION 1620 OF THE ABOVE

MENTIONED CODE, USING 7—10 AND SHALL NOT EXCEED THE MAXIMUM {A.S.0.} DESIGN PRESSURE
INDICATED ON NOTE 2,

N ORDER TO VERIFY THE ABOVE CONDITION, ULTIMATE DESIGN WIND LOADS DETERMINEO

PER ASCE 7~10 SHALL BE FIRST REDUCED 7O AS,D. DESIGN WIND LOADS BY MULTIPLYING

THEM BY 0.6 IN ORDER TO COMPARE THESE W/ MAX, (A.S.D) DESIGN PRESSURE RATINGS
INDICATEC ON NOTE 2,

IN ORDER TO VERIFY THAT ANCHORS ON THIS P.AD., AS TESTED, WERE NOT QVERSIRESSED, A 33%
INCREASE IN ALLOWABLE STRESS FOR WIND LOADS WAS NOT USED IN THEIR ANALYSIS,

THIS PRODUCT'S ADEQUACY FOR IMPACT AND CYCLIG RESISTANCE HAS BEEN VERIFIED IN
ACCORDANCE WITH SECTION 1828 OF THE ABOVE MENTIONED CODE AS PER PROTOCOLS TAS—201,
TAS-202, TAS—203, PER HURRICANE TEST LABORATCRY REPORT § 0345-0203~04 AND AS PER
SUBMITTED STRUCTURAL CALCULATIONS, PERFORMED AS PER SECION 1815 OF THE FLORIDA
BUILDING CQDE, 2010 EDITION.

MAX. AS.D. DESIGN PRESSURE RATING FOR RIM—~PANIC EXIT DEVICE (COMPONENT APPROVAL)
DOUBLE DOORS W/ YALE SERIES M-200 OR DETEX HYOR MULLIONS:

POSITIVE
NEGATIVE

+70 PSF,
. "'70 PSF.

. ADVANTEX RIM PANIC EXIT HARDWARE SHALL COMPLY VTH SECTIONS 1008.1,2, 1008.1.9.1,
1008.1.9.2, 1008.1,10 AND 1101 OF THE FLORIDA BUILDING CODE AND ALL OTHER RELEVANT
APPLICABLE SECTIONS OF THE CODE.

ALL REINFORCEMENTS TO BE SPOT WELDED OR BETTER 8Y DOOR MANUFACTURER.

. ALL DIMENSIONS SHALL BE IN ACCORDANGE WITH MANUFACTURER'S STANDARD INSTALLATION
INSTRUCTIONS, )

. ADVANTEX RIM PANIC EXIT DEVICE 10 AND 40 SERIES RIM CAN BE SUPPLIED WITH THE FOLLOVIING
ELEL%[RIFIED OPTIONS: (NOT PART OF THIS APPROVAL) EA, ED, EE, El, EM, ER, ES, EX, W, €D, HD

& LD.

PERFORMANGE OF ELECTRIFIED OPTION NOT PART OF THIS APPROVAL, BUT SHALL BE CERTIFIED BY

AN INDEPENDENT TESTING AGENCY.

. ADVANTEX RIM PANIC EXIT DEVICE 10 AND 40 SERIES RiM CAN BE SUPPLIED WITH THE FOLLOWING
TRIM DESIGNATIONS: .

01PQ, 02CH(N), 0ZDA(N), 02LS(N), 02TA(N), O3CH(N), O3PR(N), 03¥Q, 03WS(N), 0BBR(N}, QBDA(N)

0BLS(N), OBMC{N), OBTA(N), OSBR(N), O9DA(N), OSLS(N), OSMC(N), 09TA(N), 14BR(N), 14DA(N),

14LS(N), 14TA(N).

(N) PROVIDED ONLY ON ADVANTEX 40 SERIES DEVICES.

(o) THIS P.AD. PREPARED BY THIS ENGINEER IS GENERIC AND DOES NOT PROVIOE INFORMATION FOR
&' SITE SPECIFIC PRQJECT; Le. WHERE THE SITE CONDITIONS DEVIATE FROM THE P.AD.

{b) CONTRACTOR TO HE RESPONSIBLE FOR THE SELECTION, PURCHASE AND INSTALLATION INCLUDING
UFE SAFETY OF THIS PRODUCT, BASED ON THIS P.A.D., PROVIDED HE/SHE DOES NOT DEVIATE FROM
THE CONDITIONS DETAILED ON THIS DOCUMENT. CONSTRUCTION SAFETY AT SITE IS THE
CONTRACTOR'S RESPONSIBILITY,

(c) THIS P.AD., WILL BE CONSIDERED INVALID IF ALTERED BY ANY MEANS,

{d) SITE SPECIFIC PROJECTS SHALL BE PREPARED BY A FLORIDA REGISTERED ENGINEER OR
ARGHITECT WHICH Wil BECOME THE ENGINEER OF RECORD (E.O.R.) FOR THE PROJECT AND WHO
WILL BE RESPOMSIBLE FOR THE PROPER USE OF THE P.A.D. ENGINEER OF RECORD, ACTING AS
DELEGATED ENGINFER TO THE P.A.D. ENGINEER, SHALL SUBMIT TO THIS LATTER THE SITE SPECIFIC
DRAVWINGS FOR REVIEW.

fe) ORIGINAL P.AD. SHALL BEAR THE DATE AND ORIGINAL SEAL AND SIGNATURE OF THE
PROFESSIONAL ENGINEER OF RECORD THAT PREPARED IT.

PANIC DEVICE'S MANUFACTURER LABEL SHALL 8E PLACED ON A READILY VISIBLE LOCATION.
ONE LABEL SHALL BE PLACED FOR EVERY UNIT. LABEL SHALL READ AS FOLLOWS:

DETEX CORPORATION or Detex company logo '

MEW BRAUNFELS, TEXAS 78130

ADVANTEX H10/FH10 & H40/FH40 SERIES W/ REMOVABLE MULLION.

MIAMI—DADE COUNTY PRODUCT CONTROL APPROVED.

BILL. OF MATERIAL FOR ADVANTEX H1
FH40* SERIES (NARROW) RIM_DEVICE W/

0 & FHI0* SERIES (WIDE) AND ADVANTEX H40 &
YALE OR DETEX MULLIONS. DOUBLE DOOR APPLICATION .

UNDERWRITER'S LABORATORES ~ ULIOG,
ue0 7-2 (1007)
BI0A A166.3 GRADE 1 EXIT DEVICE

ITEM DESCRIPTION COMMENTS [T 2R MATERIAL RN
1 |MAMI—DADE GOUNTY APPROVED DOUBLE DOOR & FRAME |BH ST ETE
302 & 304 S.S, RLECTRYIED JEGREVADONS. MEAING:

, |DETEX ADVANTEX H10 & FHIO SERIES WIDE 1 | GAGE CRS METAL AND ALUM, EA = ELECTROMD DT ALARM HODEL
DETEX ADVANTEX H40 & FH40 SERIES NARROW 80B%—T5 ALLOY AND TEMPER, %g - %xu% (POOGHG MODEL
MOUNTING PLATE, 10 SERIES YIIDE 0 = SLCOONO WIEGRION 1 Lockato

3 1 13 GAGE CRS METAL I = BILAY 0RCs W WOk
MOUNTING PLATE, 40 SERIES NARROW S = ELEOTRNE LATGH RETRACTION

4 |ENDCAP BRACKET 1 13 GAGE CRS METAL ;,"‘:mﬂ}g%ﬁ

5 |ENDCAP 1 14 OAGE 304 OR 318 SS. B e

N)=BRASS FORMING 0 = LESS DOGGLH0
i e 3
A e S 5 R,
= =B L]
& |OUTSDE TRIM OPTIONAL |A/R | POSi3 GAGE 324}(8'53652 N %:m?
N)=0,16" THIC ~H3 . = PORTUM
(SEE GENERAL NOTE 7 fn}-te GAGE CRS METAL 40 LA ouen
WG=16 GAGE 304 S.8. BR = BRSIOL
N)=ZINC DIE CASTING el T
N)=ZINC DIE GASTING YWY STEX SHONES RIRAGH TRA DIVE
LM(N)}=ZING DIE CASTING P PRI SIS PRL AT R RARO DTS
CHASSIS COVER, 10 SERIES WIDE EASTEHERS ABEREVATIONS MEAING:
: 4 | 17 GA. 304 5.8, HPas: = AN MEAD PRALIPS WACHNE
7 [oRASSIS COVER, 40 SERIES NARROW . o i
S 30KS1)| | FHALNS,
& |SURFACE STRIKE 1 S.8. 302 INVESTMENT CAST (FY= ) s, = T JACE soncl
o |1/4=20 PHPMS, WIDE 10 PRODICL RESL ML SHOS, w SOSET HEID CAP SR
complying wi ¢ Flo|
1 /4-20 PHPMS. NARROW i WO Cote ,
10 }10-32 FH.PU.C.M.S. 2 AccepancaNol S~ YIS g .. ENONEER'S BEAL
i1 110-24 FH.P.U.C.M.S. 1 Expiration Date 2] 7] 14 (0% P\- T‘LL/];"‘."
12 |6-32 FHPUCMS. 4 L Lo n %\, TS VR
13 {1/4-20 PHPMS. 2 Mism! Dade Prodaet Cogoes. || x> -
14_{HIeE : ST A=500 GRADE B ? 3 S : 3
TN, % 3" (M) X 174 (MM JHICK X 7 —0° SEE SHE - ' 3 AT TR Y
15 L0${G Yelt Stk Snits H oM kv vaLe pres | 8 oF 9 | Y IW/ FY(MINJ=d4B KSI & FUQAN)=88 KSIl| & SK 3 b, §
27N X 3N x B/T67(MIN.) THICK x 7—0" SEE SHEET |y |ASTM A-500 GRADE B, A G ¢ g N
16A | 1ONG STEEL E_rEBHI;IﬁORFOM li}jl?” E\:-’/; O%ErﬁL LTOHNINS:E 9 OF.9 W/ FY(MNJ=46 KS| & FUQMN)=58 KSif "  oTATE RN
%) 1/4-20 % 6/B FHMS FOR YALE M- K {
1 S b e R g WL S RO B LR
17 wf1 ¢1'/2' EMBEDﬁENT. d 12 £0. & 176" 0.0, FOR 2 |ANGHORED TO MIN, 3000 ps! GONCRETE|| ™. Si niu Mj(:%,u'
YALE 1-200 MOLLION. 1.8" O.C. FOR DETEX HOOR, MULLION, ~OI0NAk T
16 _13/8"-16 SHOS. z STEEL MIAMI-DADE COUNTY
10 | DADE COUNTY N.O.A LABEL (GENERAL NOTE §9) 1
— T ERE
21 |3/4" MIN. THROW LATCHBOLT 1| 5 SOF DR S18 POWDERED

LUIATATIONS:
{. THIS RIM PANIC DEVICE IS APPROVED AS
W/YALE M~200 OR DETEX HYOR MULLIONs; STEEL. COMMERCIAL DOOR MADE
053" MIN.) STEELDOOR (MIN, Fy = 38 ksl),
DOORS OR THE COMPONE

SHALL GOVERN.

2. THE DOORS SHALL MEET FOLLOWING SPECIFIGATIONS:

2.1 DOOR SLAB }MUST NOT BE WIDER THAN 48" AND HIGHER

THICKNESS, FILLED WiTH FBC APPROVED FOAM CORE.

2,2 DOOR SLAB TO BE REINFORCED WITH MIN. TWO (2) 1
PLATE REINFORCEMENT AT HINGE STi
STEEL C—~CANNEL TOP & BOTTOM END OF THE DOORS.

2.3 7 GA STEEL HINGE
2.4 FULL-WIDTH 12 CA.

2.5 MIN. 12 GA. STEEL REINFORCEMENT AT STRIKE PLATE.
2,6 MIN, 12 GA. STEEL "U” CHANNEL AT LOCK STHE.

3,0 ELECTRICAL INSTALLATI
AND SUCH INSTALLATION M

HOLDING CURRENT NOA. THE LOW

A COMPONENT TO BE EQUAL ALTERNATIVE HAR

LE AND AT THE FRAME.

ON & FIRE RATINGS ARE NOI PART OF THIS APPROVAL
UST BE REVIEWED BY APPLICABLE BUILDING AUTHORITY.

THAN B83.5". THE DOOR SHALL BE 1 3/4" MiN., OYERALL
2 GA. STEEL HORIZONTAL "STIFFENERS”,

DWARE TO BE USED WITH DOUBLE
WITH 156 GA. STEEL FRAME AND 18 GA.
EST DESIGN PRESSURE RATING OF THE

FRODUCT KEVINED
s complylog with the Florits

Buidleg Cede e T A
Ascoptaner Mo/ 2L/ L
Expiration Date_ 7/ £

By ;‘2 ;’,c‘f‘;f’ ;//dﬁrrv-g_‘_"
Migut Dady’ redust Ceedred

02015 TRIECO WE,

/TILIECO me. \

Phons 1 (303)871—1530 , Fax & {308}671-163)
a-med] titeoRad.com
EB~CQ06719
WALTER A TILUT Jr, PLE,
FLORIDA Lic. 44167

TILLIT TESTING & EHGINEERING COMPANY
8353 W, 35ln, $L, Ste. 303, VIRCHA BARGENS, M1 3¥

DETEX GORFPORATION
307 DEVEX DRIVE
HEW BRAVHFELS, T% 78130
DATE: DRAWH BY:
06/17/13 AG.

ISHEET TME

ADVANTEX SERIES RIM PANIC
EXIT HARDWARE

BROVIIR NUMBGER: [REVISION:
13045

GHEET
OLD 12-02513 of 9




ADVANTEX H10 & FH10* SERIES (WIDE) AND ADVANTEX H40 & FH40* SERIES (NARROW) RIM

DEVICE INSTALLATION FOR HURRICANE CODE. DOUBLE DOOR APPLICATION W/ YALE OR DETEX MULLIONS

“ 98" MAX, MAX, A.S.D. DESION PRESSURE RATING FOR RiMe-PANIC
18" 48" EXIT DEVICE (COMPONENT APPROVAL)
(1219mm% » (T2 10 DOUBLE DOORS W/ YALE SERIES M—200 OR DETEX HOOR MULLIONS:
MAX, PANEL WIDTH MAX, PANEL WIDTH
POSITIVE +70 PSF,
------------------- e NEGATIVE ~70 PSF,
S
" x1.838°Mn. B B g3 1/2" uax
(Mln W12 O {2121mm)
E‘é@ﬁ"’aﬁ‘ﬁ‘%mmm PANEL HEIGHT
TOP FITTINGS & CONNECTIONS
DEPENDING ON
HORIZONTAL - 1
REFERENGE LINE | & _ @or (&)
(SEE SHEET 9 OF ©
i FOR DETAILS) \
3/4"1.658"%3 /4 %12 l 40" \'6
OA. STEEL CHANNEL {1016mm} " | SEE_QENERAL NOTE 7
TOP/BOTTOM
FINISHED |
FLOOR oo st rt o g e e M et e e A e L L L L L L L el ] 1
1®) or (§58) MULLIONS
INTERIOR ELEVATION
NT.S.
, . InJx1.836"(Hin.
5 1/16" MIN STRE x12(‘(mn. %12 egoz)
0.003 Mln) DOOR
FACE s?esr STEEL SKIN )
18 GA (0.053" MIN, THICK
Fy MIN.=3 "59"x7 GAGE
y MiN=38 kel MiN. STEEL HINGE
REINFORCEMENT -
PLATE
FBC APPROVED EACH SIDE

10 SERIES

Edge of Stop

2" FACE, BI" DEPTH MIN.
STEEL FRAME 16 GA MIN,

OAM GORE (TYP.)

e
\—@ or-(5A) MULLIONS

PRODUCT RENE W LI
as complying with the Florige 6/1 6"
Buiding Code

Acceptance NHM

Expirution Daje

SEE GENERAL
NOTE #9/2

MIAMI~DADE. COUNTY
APPROVED DOUBLE
DOOR UNDER
SEPARATE APPROVAL

3 1/8"
EXTENDED

2 1/2"
DOGGED

UNDERWRITER'S LABORATORIES —~ UL10C;
UBG 7-2 (1097)

AHSI/BHUA A166.3 O‘RADE 1 EST DEVICE
FOR RIFORMATION ORL

(HOT PART OF THE mnwu)

Ui

£LEQTROMIQ EXIT ALARM MODEL
EI.EmROH!O DOGGNG MODEL

O‘IROMO RATION
DﬂA v EGRESS 'MT'H WSHETC LOGKING
é‘ REIRAMITON
AL S¥TCH

sgsﬂzmsmﬂmap
g
=
5

x
[+

il

7
%

EEEERISREFh
ygagNTaxalkie

VO ST EGHNES KNOXW TR DEVGES
1T PRIFIC BGKFIS FRE PATE R PRYO DEVKES

EASTENERS ADBREVIATHONS MEANRIG
PHPUS,  PAH HEAD PHILIPS WACHHE
rateos. = (LD FIRES oy
FHPMW.S. = FLAT READ PHRLIPS MACHNE
5HCS. = SOCKET HEAD GAP SORTW

ﬁ/gf prAN=
1o / STATE OF

SRETH;

. &R\J QEN8€ "‘P *
5 amé‘%:\

‘t

”
”f‘u.., PPYT LAl

L]
N

Do LLOROR ®°§:‘ $

‘9 SIoNAL £

P ITLL

MIAMI-DADE COUNTY

UCT REVISED
?ﬁﬂﬂmmw

Buding Cade .,
Acecptanee No./5 m./

Expirstion Pate e i}

/ [ L] e
or Mullon “ (SEE SHEET 9 OF 9 “‘“ s {"F,rndm Cotirel
s Mhnl il Dadt
B5/16"2 1/2"%15/16"12 GA. (40 SERES) ' M
STEEL HORIZONTAL STIFFENERS (TYP.) ASSEMBLY (ISOMETRIC)
SECTION B-B NS, : DETEX GORPORATION
NT.S. \W\Tr’/’ WIDE STILE 10 SERIES SHOWN 07013 THIECO . DETEX GOR
MHEW BRAUNFELS, TX 78130
DATE DRAYH BY)
\_Borrou FITTINGS & CONNECTIONS [ I". IE C O ine:. \ N S
DEPENDING ON LT TESTING & ENGINEERING GOWPANY [RH! TIE
@ or §335 R, 36th, 5L, Ste. 308, VAGNU GARDINS, P 33165 ADVANTEX SERIES RiM PANIC
Phonn : (EOG)BT"L;.’.I!‘(]I .;J:d. (30538711631 EXIT HARDWARE
%%a c?grila;_rs )9 OF 9 00010 BRIV RUNGERRow SHEET
R e Ve sts7 13-045 [0LD 12-026|4 of 9




BILL OF MATERIAL FOR VALUE SERIES HV40 & FHV40* RIM DEVICE. SINGLE DOOR APPLICATION T f:a;;s?usom) TORIES - ULI0C,
- ‘ TEM DESCRIPTION COMMENTS Pt MATERIAL AMS/BHis MEG3 GRADE 1 EXI DBVICE
1. VALUE SERIES Rild PANIC £XIY HARDWARE, SHOWN ON THIS PRODUCT APPRGVAL DOCUMENT (P.A.D.) SEE TIMITATIONS | 4- PART O
HAS BEEN VERIFIED FOR COMPLANCE IN ACCORDANCE WITH THE 2010 EOITION OF THE A 1_{MIA_DADE COUNTY APPROVED SINGLE DOOR & FRAWE B ol 1 TR TR D A
BUILDING CODE (F.B.C.). VALUE SERIES RIM PANIC EXIT HARDWARE MAY BE INSTALLED WITHIN HIGH o
VELOCITY HURRIéANE z)onas. H 2 [DETEX Hv40 & FHV40 VALUE SERIES 1 |GAGE CRS METAL AND ALUM.
aEﬂTGIEN\énDN% OLé)éxoaSlsh?éL_L, B‘% %TERI.::NED r:'sT PERCSECTIOIé 1620 OF THE ABOVE 6063~T5 ALLOY AND TEMPER.
. - D SHALL NOT EXCEED THE MAXIMUM (A.S.D,) DESIGN PRESSURE
INDICATED ON NOTE 2. UM_( ) N PRESSUR 3 |MOUNTING PLATE (NA.RROW) 1 13 GAGE CRS METAL
IN QRDER TO VERIFY THE ABOVE CONDITION, ULTIMATE DESIGN WIND LOADS DETERMINED 4 |ERDCAP BRACKET 1113 GAGE CRS METAL
PER ASCE 7—10 SHALL BE FIRST REDUCED TO A.S.D. DESIGN WINO LOADS BY MULTIPLYING 5 |ENDCAP 1 |ASS PLASTIC
THEM BY 0.6 IN ORDER TO COMPARE THESE W/ MAX. (AS.D) DESIGN PRESSURE RATINGS
INDIGATED ON NOTE 2. ) DAN=BRASS FORMING
, {SN=BRASS FORMING
IN QRDER TO VERIFY THAT ANCHORS ON THIS P.A.D, AS TESTED, WERE NOT OVERSTRESSED, A 33% TAN=BRASS FORMING
INCREASE IN ALLOWABLE STRESS FOR WIND LOADS WAS NOT USED IN THEIR ANALYSIS. WS=BRASS FORMING
THIS PRODUCT'S ADEQUACY FOR IMPACT -AND CYCLIC RESISTANGE HAS BEEN VERIFIED IN WSN=BRASS FORMING
ACCORDANCE WITH SECTION 1828 OF THE ABOVE MENTIONED CODE AS PER PROTOCOLS TAS-201, & ]OUTSIDE TRIM ‘ OPTIONAL A/R |CHN=13 GAGE 304 S.S.
TAS~202, TAS—203, PER HURRICANE TEST LABORATORY REPORT # 0345-0203-04 AND AS PER (SEE GENERAL NOTE 7) PR0,18” TRICK 5052-~H32 ALUM,
ggﬁ%mézuc ggﬁu%wiRAL {()JA:E)C_ULATIONS. PERFORMED AS PER SECTION 1618 OF THE FLORIDA i}ﬂﬂ?g-égegﬂé% %0;&{:”32 ALUM.
1] Nl =
E, 2010 EOT ATN=18 GAGE CRS METAL
2. MAX, AS.D, DESIGN PRESSURE RATING FOR RIM—PANIC EXIT DEVICE (COMPONENT APPROVAL) : BRN=ZING DIE CASTING
SINGLE DOORS: . MCN=ZINC DIE CASTING
- LMN=ZING DIE CASTING
POSITIVE +70 PSF, ' - FASTENERS ABGREVIATIONS MEANINO:
NEGATIVE | =70 PSF, 7 |CHASSIS COVER 1 | ABS PLASTIC PHPMS = PR HEAD PHILUIPS MACHINE
5.5, 302 INVESTMENT FHPUGME. = Tell KA VA somew
8 |SURFACE STRIKE 1 |cAsT (Fr=30KS)) s, = T D FUDFS ke
3. VALUE RIM PANIC £XIT HARDWARE SHALL GOMPLY WITH SECTIONS 1008.1,2, 1008.1.9.1, 1008.1.8.2, 2 8408, = BOCKET HEID CAP SCREW
. {D0B.110 AND 1101 OF THE FLORIDA BUILDING GODE AND ALL OTHER RELEVANT APPLICABLE 0 _|1/4-20 PH.PMS. -
SECTIONS OF THE CODE. 11_|10~24 FHPUCHS, 2 %%“"AE‘”;?*“"
4, ALL REINFORCEMENTS TO BE SPOT WELDED OR BEITER BY DOOR MANUFACTURER. 12 |8-32 FH.P.U.CHMS. 6 i\§,§,\/l(/)
: . 13 |1/4-20 PH.EMS. 2 VN e NGENS e v
5. ALL DIMENSIONS SHALL BE IN ACCORDANCE WITH MANUFACTURER'S STAMDARD [NSTALLATION e Wy SN S
INSTRUCTIONS., 14_|HINGE 3 e ‘%
' 19 _| DADE COUNTY N.OA LABEL (GENERAL NOTE f/9) 1 3 -l ;»——Nﬁ:’ W Y
6. VALUE SERIES RIM PANIC EXIT CAN BE SUPPLIED WITH THE FOLLOWING ELECTRIFIED OPTIONS: (NOT 70 1.75"3711 FRAME STRIKE REINFORCEMENT 12 GA, MIN. STEEL ' // Zj’? P ‘_%E .;
PART OF THIS APPROVAL) €8, ED, EE, EH, €, EM, ER, ES, EX §.38, 304 OR 316 POWDERED o S 7 HE
PERFORMANCE OF ELECTRIFIED OPTION NOT FART OF THIS APPROVAL, BUT SHALL BE CERTIFIED BY 21 |3/4" MIN, THROW LATCHBOLY 1 |METAL (FY=47KSI) 176 STAIEQ Rl
AN INDEPENDENT TESTING AGENCY. _ = XA } RO,
7. VALUE SERIES RIM PANIC EXIT DEVICE GAN BE SUPPLIED WITH THE FOLLOWANG TRIM DESIGNATIONS: LIMITATIONS: > ’%‘ZOR DF\.--"r@#"
0ZGHN, 020AN, OZLSN, 02N, DICHN, O3PR(N), O3WS(N), 0BERY, OBDAN, BLSN, OBMCN, 08TAN, |[1: THIS RIM PANIC DEVICE 15 APPRCVED A2 A °°§K°§$E‘§LT‘F’RE§EEﬁ'&?ﬂQLEEAR”AE'%’?%D%EEEPD%%RUSED WiTH &&/O“A;Ei"e“%@’_.-'
O9BRN, OIDAN, OSLSN, D9MCN, OOT. . , T4LSN, 1+ ' ' SINGLE STEEL COMMERCIAL DOOR MADE WITH 16 e ) S :
OBRN, OSDAN. OSLSN, DOMCN, OOTAN, 14BRN, T4DAN, 14LSN, 14TAN {MiN. Fy = 38 kel), HOLDING CURRENT NOA. THE LOWEST DESIGN PRESSURE RATING OF THE DOORS OR THE e
8. (R)STTHEISSg%%lCPE'E%fE%? Eisv ngEégG_erEER s ggmgﬁc AND DQES NOTMPI_RrOVIDE JNFORMATION FOR || COMPONENT SHALL GOVERN, MIAMI-DADE COUNTY
1 R i e, HE SITE IONS DEVIATE FROM THE P.AD.
° ° P 2. THE DOORS SHALL MEET FOLLOWING SPECIFICATIONS: \ .
(b} GONTRACTOR TO BE RESPONSIBLE FOR THE SELECTION, PURCHASE AND INSTALLATION INCLUDING 2.1 DOOR SLAB MUST NOT BE WIDER THAN 48" AND HIGHER THAN 83.5". THE DOOR SHALL BE 1 3/4" MIN.
URE SAFETY OF THIS PRODUGT. BASED ON THIS PAD., PROVIDED HE/SHE DOES NOT DEVIATE FROM || OVERALL THICKNESS, FILLED WITH FBC APPROVED FOAM CORE. . n FRODUCT REVISED
THE CONDITIONS DETALED ON YHIS DOCUMENT. CONSTRUCTION SAFEFY AT SITE IS THE 2,2 DOOR SLAB TO BE REINFORCED WiTH MIN, TWO (2) 12 GA. STEEL HORIZONTAL "STIFFENERS'. o0 coplylug vith the Florkia
CONYRACTOR'S RESPONSIBILITY, 2% 7 GA. STEEL HINGE PLATE REINFORCEMENT AT HINGE STILE AND AT THE FRAME o couslyn )
£ TR (G S oM, TOr R H o e 200 NI
¢) THIS P.A.D. WILL BE CONSIDERED INVALID IF ALTERED BY ANY MEANS. 5 MIN. 12 GA. STE . Wik
© 2.6 MIN, 12 GA. STEEL "U* CHANNEL AT LOCK STILE. Faghrtios e o
d) SITE SPECIFIC PROJECTS SHALL BE PREPARED BY A FLORIDA REGISTERED ENGINEER OR L Cfm =7 o daend™
iR)CH”ECT WO WL BEGOME HE ENGINEER OF RECORD (E.O.R) FOR THE PROJECT AND VHO 5.0 ELECTRICAL INSTALLATION & FIRE RATINGS ARE NOT PART OF THIS APPROVAL AND SUCH INSTALLATION MUST %ﬁ% A REGERS
Wil BE RESPONSIBLE FOR THE PROPER USE OF THE P.A.D. ENGINEER OF RECORD, ACTING AS BE_REVIEWED BY APPLICABLE BUILOING AUTHOR(TY.
DELEGATED ENGINEER TO THE P.A.D., ENGINEER, SHALL SUBMIT TO THIS LATTER THE SITE SPECIFIC
DRAWINGS FOR REVIEW.
{¢) ORIGINAL P.AD, SHALL BFAR THE DATE AND ORIGINAL SEAL AND SIGNATURE OF THE D013 TRIECS IKC. DETEX CORPORATION
PROFESSIONAL ENGINEER OF RECORD THAT PREPARED {T. PRODUCT RENE W 302 DETEX DRIVE
A% complylng with the Florige — NEW BRAUNTELS, TX o;:vruma'f
9. PANIC DEVICE'S MANUFACTURER LABEL SHALL BE PLACED ON A READILY VISIBLE LOCATION, Buiding Code ik ECO AT 6 /17/13 aG.
ONE {ABEL SHALL BE PLACED FOR EVERY UNIT. LABEL SHALL READ AS FOLLOWS: Acceptance No/S-0 i/ (0 1HC. jm—;ﬁm: :
Explration Due < TILY TFSTING & ENOINEERING COMPAHY :
DETEX CORPORATION or Dstex compony logo 2335 N, 36w, L, Ste. 305, VWONA aAwoDis, 1 3dte | YALUE SERIES SERIES Rl PANIC
NEW BRAUNFELS, TEXAS 78130 wy (<L C Lo Phons ¢ (OSB7-1890 . Tox ¢ (05}071-183L EXIT HARDWARE
Yﬁ'&ﬂf SES\IEE?:OHL‘!’J%/?NM' ™ v Dode Pred N EB-0008719 SOIG TVEEREvSIoR,  [SREET
- RODUCT CONTROL APPROVED, _ ' WALTER A PO STes & 13-045 {0LD 12-025/5 of ©




UNDERWRITER'S LABORATORIES ~ UL10G,

A%‘.}-:Ql.m\l.}'n i, VALUE SERIES HV40 8 FHV40* RIV DEVICE INSTALLATION : _ ‘i{?&/’mﬁ«“ﬁé’és GRADE 1 EXIT DEVIE
! ' FOR HURRICANE CODE. SINGLE DOOR APPLICATION . e e o
s | T : D HECIR GG DoGERt UopeL

X12"(MINJX12 CAGE
(0.083 MIN,) DOOR
LOGK REINFORCEMENT

Ml ?

HORIZONTAL
REFERENGE LINE | 83 1/2
$21 21mmE)
ANEL HEIGHT
3/471,656%3 /4712 40"
/ STEEL CHANNEL (1018mm)
TOP/BOTTOH
MIAMI—DADE. GOUNTY
F}_N(l}ggso APPROVED SINGLE
: DOOR UNDER
- : SEPARATE APPROVAL
INTERIOR ELEVATION . PRODUCT RENEW Lo
N.T.S. ! as complying with the Floriae {7 WP, =PI HEAD PHILIPS HACHKE
Buiding Code FHPUCHS. = FLAT HEWD FLIPS
Acceptanee No./Z - ZS FHPALS, = FLAY LOD FRLLIFS SUIRAE
Explrution Date

5,H08, = SOCKET HEAD OAP SCREW

MAX A.S.D. DESIGN PRESSURE RATING

By, ‘[QA-‘S /(/éfwt-l
Migwl Dade Product Tons’

RIM PANIC EXIT DEVICE P',,"-‘??‘F?” o
(COMPONENT APPROVAL) ER A T/é(/
SINGLE DOOR SEE GENERAL NOTE 7 ,\ W, ’?
" R gsé\i& «/ sy
POSITIVE | +70 PSF —1 enfor | §\ *}" . No, é;y /5_73 ;
NEGATIVE | -70PSF 2 |- g b i
—— 3 %"-. ETATE oF
BRI A
s Kt ORIDR. &0

= O8n 'I"""..\\(‘«
= UNAL®
MIAMI-DADE COUNTY

SEE GENERAL
NOTE #9/3

BECUAIN Y1 6367 (MIN )1 2°(MIN.Jx 12 GAGE
(0.093 MIN.) STEEL DOOR LOCK REINFORCEMENT

FACE SHEET STEEL SKIN

8 5/16”

FRODUCT NEVISED

}3 ﬁm.(fégsis V. THICK) :ﬂurplyi;‘f wiith foe Flarii

Wing Code
2 1/2” BC APPROYED Accoptance No l_/_é._e;_}_;’_?_%
MIN, sru—-‘wa ~ FOAM CORE L % Exca"ﬂN GAGE MIN, Expiration Dele
: RENFORCEVENT PLATE L By oL hns
! y dattt o ' Misest Dage Frodust Contrad
3 ¥ '

1/2% MIN 1 INTERIOR ] . 07013 TGO B DETEX CORPORATION
28" FACE PEPTH MIN

L 2 DETEX DRNWE
] ' NEW BRAUNFELS, rx 78130
ok Soition T e o ' / I"- I ECO \ 0o/17/13 | A
5/16"<2 1/2"%15/16"x12 GA. : NS, INC, 6.

STEEL HORIZONTAl STIFFENERS 0T TZ5TING & ENGINFERING GOMPANY [PHECT TES

8335 I.W. 36th. SL, Sle, 305, VIRGHU g&sqoa:s.@mss VALUE SERIES RIM PANIG
SECTION A-A o Plhocs 1 (308871163 For 1 osieri—1stt [EXIT HARDWARE
N.T.S EB-D006719

WATER A T g 13-045 |0 12-025l6 of 9




YALUE SERIES RIM PANIC EXIT HARDWARE, SHOWN ON THIS PRODUCT APPROVAL DOCUMENT (P.A.D.) -

HAS BEEN VERIFIED FOR COMPUANCE [N ACCORDANCE WITH THE 2010 EDITION OF THE FLORIDA
BUILDING CODE (F.B.C.). VAWUE SERIES RIM PANIC EXIT HARDWARE MAY BE INSTALLED WITHIN HIGH
VELOCITY HURRICANE ZONES,

DESIGN WIND LOADS SHALL BE DETERMINED AS PER SECTION 1620 OF THE ABOVE

MENTIONED CODE, USING 7-10 AND SHALL NOT EXCEED THE MAXIMUM (A.S.D,) DESIGN PRESSURE
INDICATED ON MOTE 2,

IN ORDER YO VERIFY THE ABOQVE CONDITION, ULTIMATE DESIGN YAND LOADS DETERMINED

PER ASCE 7-10 SHALL BE FIRST REDUCED TO A.5.D. DESIGN WIND LOADS BY MULTIPLYING

THEM BY 0.6 IN ORDER TO COMPARE THESE W/ MAX. (A.5.D) DESIGN PRESSURE RATINGS
INDICATED DN NOTE 2.

[N ORDER TO VERIFY THAT ANCHORS ON THIS P.AD., AS TESTED, WERE NOTY OVERSTRESSED, A 33%
INCREASE IN ALLOWABLE STRESS FOR WIND LOADS WAS NOT USED IN THEIR ANALYSIS,

THIS PRODUCT'S ADEQUACY FOR IMPACT AND CYCLIC RESISTANCE HAS BEEN VERIFIED IN
ACGCORDANCE WITH SECTION 1626 OF THE ABOVE MENTIONED CODE AS PER PROVOCOLS TAS-201,
TAS-202, TAS—203, PER HURRICANE TEST LABORATORY REPORT # 0345-0203-04 AND AS PER
SUBMITTED STRUCTURAL CALCULATIONS, PERFORMED AS PER SECTION 1815 OF THE FLORIDA
BUILDING CODE, 2010 EDITION,

MAX, AS,0, DESIGN PRESSURE RATING FOR RIM~PANIC EXIT DEVICE (COMPONENT APPROVAL)
DOUBLE DOORS W/ YALE SERIES M—-200 OR DETEX HOOR MULLIONS:

 POSITIVE
NEGATIVE

+70 PSF.
=70 PSF.

3. VALUE RIM PANIC EXIT HARDWARE SHALL COMPLY WiTH SECTIONS 1008.1.2, 1008.1.9.1, 1008,1.8.2,

1008.1,10 AND 1101 QF THE FLORIDA BUILDING CODE AND ALL OTHER RELEVANT APPLICABLE
SECTIONS QOF THE CODE.

ALL REINFORCEKENTS TO BE SPOT WELDED OR BETTER BY DOOR MANUFACTURER.

. ALL DIMENSIONS SHALL BE IN AGCORDANCE WITH MANUFACTURER'S STANDARD INSTALLATION
INSTRUCTIONS. -

VALUE SERIES RIM PANIC EXIT DEMICE 10 AND 40 SERIES RIM CAN BE SUPPLIED WITH THE
FOLLOWING ELECTRIFIED OPTIONS: (NOT PART OF THIS APFROVAL)

EB, ED, EE, EH, El, EW, ER, €5, EX

PERFORMANCE OF ELECTRIFIED OPTION MOT PART OF THIS APPROVAL, BUT SHALL BE CERTIFIED BY
AN INDEPENDENT TESTING AGENCY.

VALUE SERIES RIM PANIC EXIT DEVICE 10 AND 40 SERIES RIM CAN BE SUPPLIED WITH THE
FOLLOWING TRIM DESIGNATIONS:

02CHN, O2DAN, 02LSN, 02AN, O3CHN, O3PR{N), 03WS{N), O8BRN, OBDAN, 8LSN, OBMCN, OBTAN,
09BRN, 09DAN, 09LSN, O9MCN, 09TAN, 14BRN, 14DAN, 14LSN, 14TAN,

. {(a) THIS P.AD. PREPARED BY THIS ENGINEER 1S GENERIC AND DOES NOT PROVIDE INFORMATION FOR
A SITE SPECIFIC PRQUECT; le. WHERE THE SITE CONDITIONS DEVIATE FROM THE P.A.D.

{p) CONTRACTOR ‘TO BE RESPONSIBLE FOR THE SELECTION, PURCHASE AND INSTALLATION INCLUDING
LIFE SAFETY OF THIS PRODUCT, BASED ON THIS P.AD, PROVIDED HE/SHE DOES NOT DEVIATE FROM
THE CONDITIONS DETAILED ON THIS DOCUMENT. CONSTRUCTION SAFETY AT SITE IS THE
CONTRACTOR'S RESPONSIBILITY.

(e} THIS P.AD. WILL BE CONSIDERED INVALID IF ALTERED BY ANY MEANS.

(d) SIE SPECIFIC PROJECTS SHALL BE PREPARED BY A FLORIDA RECISTEREDC ENGINEER OR
ARCHITECT WHICH WILL BECOME THFE ENGINEER OF RECORD (E.O.R.) FOR THE PROJECT AND WHO
WLl BE RESPONSIBLE FOR THE PROPER USE OF THE P.A.D. ENGINEER OF RECORD, ACTING AS
DELEGATED ENGINEER TO THE P.AD, ENGINEER, SHALL SUBMIT TO THIS LATTER THE SITE SPECIFIC
DRAWINGS FOR REVIEW, )

(e) ORIGINAL P.A.D. SHALL BEAR THE DATE AND ORIGINAL-SEAL AND SIGNATURE OF THE
PROFESSIONAL ENGINEER OF RECORD THAT PREPARED IT.

PANIC DEVICE'S MANUFACTURER |ABEL SHAMLL BE PLACED ON A READILY VISIBLE LOCATION,
ONE LABEL SHALL BE PLACED FOR EVERY UNIT. LABEL SHALL READ AS FOLLOWS:

DETEX CORPORATION or Detex compony lodo

NEW BRAUNFELS, TEXAS 78130

VALUE SERIES HV40/FHV40 W/ REMOVABLE MULLION.

MIAMI-DADE. COUNTY PRODUCT CONTROL APPROVED,

BILL OF MATERIAL FOR VALUE SERIES HV4Q & FHV4O* RIM DEVICE.

DOUBLE DOOR APPLICATION

W/ YALE OR DETEX MULLIONS.

ITEM DESCRIPTION

[COMMENTS [Tzz™ MATERIAL

1 |MIAMI DADE COUNTY APPROVED DOUBLE DOOR & FRAME BEGI™MW

UHDERWRITER'S LABQRATORIES — UL1OG,
UBe 7-2 {1097)

ANSI/BHUA A1BG.3 GRADE 1 EXIT DEVICE
FOR IHFORMATION ONLY,

‘rl‘;i! _‘2.:5 'l‘i"a l.".-ﬂhﬂ.ﬂ G

2 |DETEX HV40 & FHV40 VALUE SERIES

07 & 304 5.5, 16 & 19
1 |GAGE CRS METAL AND ALUM.
8063—715 ALLOY AND TEMPER.

3 {HOUNTING PLATE (NARROW)

1 [13 GAGE CRS METAL

ENDCAP BRACKET

-

i |13 GAGE CRS METAL

5 [ENDCAP

i [ABS PLASTIC

8 |OUTSIDE TRIM

as complying with th
(SEE GENERAL NOTE 7

Buiding Code

Expiration Date

PRODUCT RENEWED

Acceplance No 19‘09[; OF

DAN=BRASS FORMING

LSN=BRASS FORMING

TAN=BRASS FORMING

WS=BRASS FORMING

WSN=BRASS FORMING

OPTIONAL | A/R |CHN=13 GAGE 304 S.S.
PR=0.16" THICK 5052-H32 ALUM,
PRN=0.16" THICK 5052~H32

ALUM,

ik e om e,
“ ARerNG Gl ChSrNG
MCN=ZING DIF CASTING
LMN=ZING DIE CASTING

g = HALLON B3

7 |CHASSIS COVER

1 |ABS PLASTIC

8 [SURFAGE STRIRE

8.8, 302 INVESTMENT
CAST (FY=30KSI)

= CHARLCAIE NARRTR

PHPAS, » PAH HEAD PHILLIPS MACHNE
HPUONS, EAD PHILUPS
FHPUO.HS_-ELJ\TH o schEW
FHPALS, = FLAT HEAD FHILLIPS MAGHHE

SH0S, = SCCKET HEAD CAP SCREW

9 [1/4-20 PH.P.MS,

11 |10=24 FH.PUGM.8

12 |6~32 F.H.RP.U.CHMS.

GRRM 5,

13 1/4_20 PchPiM-S.

\f R Y
| SRR
b X

14 [HINGE

O N |

15 | ZMILY % TR % 174 (i) THICK X 7=0
LONG STEEL YA!

E SERIES M~200 MULLION ¥/ YALE FTITINGS

i -SHEET ZSTH A-500 GRACE B,

g OF 9

- ol ]O —

W/ FY(MIN.)=46 KSI & FUCMIN.)=58 KSI

i "(MIN, 770" .  [BEE SHEEI ASTM A—GUD GRACE B,
154 %oMc'eN'gTé E Sm E': XQ%Q%MINO THlGKm-?r TTies [ @ OF 9 1 W/ FY(iNY=46 KSI & FU(MIN)=58 KSI
—2%3 S Fon‘%}ug%'%ﬁ—s =200 MULLION OR _ EEL
'8 58 g?equx /8 FHYS FOR DETEX HZOR_MULLION. SEE DESGRIPTION ST

TELh st

v Pk
;/V i ?TAZ‘(EU? ‘g

. % '.".. ,‘(ZO H\QV\ .."éﬂl ‘;‘

SS "-u...-"'i%% T

SHAKE ANCHOR BY POWERS FASTENERS

3/8" 4, 2
17 \‘/ 1 1/2" EMBEDMENT, 4 1/2° ED, & 1.76" 0.C. FOR
YAE M—-/ZOO MULLION 1.('3‘i 0{3. FOR_DETEX_HOOR MULLION,

ANCHORED TO MIN. 3000 psl CONGRETE

IONALEY.--

18 | 3/8"~16 S.HCS,

2 STEEL

MIAMI-DADE COUNTY

1¢ | DADE COUNTY N.O.A LABEL (GENERAL NOTE #9)

1

21 |3/4" MIN, THROW LATCHBOLY

3 |88, 304 OR 216 POWDERED
METAL (FY=47KSI)

RO DUCT HEVISED

1, THIS ‘RIM PANIC DEVICE IS APPROVED AS A COMPONENT
DOUBLE (W/YALE M—200 OR DETEX HSOR MULLIONS) STEEL COMMERC

16 GA. (,053" MIN.) STEEL DOOR (MIN. Fy = 38 kel), HOLDING CURRENT NOA. THE LOWEST DESIGN PRESSURE
RATING OF THE DOORS OR THE COQMPONENT SHALL GOVERN.

2, THE DOORS SHALL MEET FOLLOWING SPECIFI?A“ONS:
2.1 DOOR SLAB MUST NOT BE WIDER THAN 48" AND H

IGHER THAN 83.5%, THE DOOR SHALL BE 1 3/4" MINL

OVERALL THICKNESS, FILLED WITH FBC APPROVED FOAM CORE, .
2,2 DOOR SLAB TO BE REINFORCED WITH MIN, WO 1&%} 12 GA, SIEEL HORIZONTAL STIFFENERS",

2.3 7 GA. STEEL HINGE PLATE REINFORCEMENT AT H

2.6 MIN, 12 GA, STEEL "U" CHANNEL AT LOCK STILE.

3,0 ELECTRICAL INSTALLATION & FIRE RATINGS ARE NOT PART OF THIS APPROVAL
AND SUCH INSTALLATION MUST BE REVIEWED BY APPLICABLE BUILDING AUTHORITY,

GE STILE AND AT THE FRAME.
2.5 FULL-WIDTH 12 GA. STEEL C—CANNEL TOP & BOTTOM END OF THE DOORS,
2.5 MIN. 12 OA. STEEL REINFORCEMENT AT STRIKE PLATE.

70 BE EQUAL ALTERNATIVE HARDWARE TO. BE USED WITH
(AL DOOR MADE WITH 16 GA, STEEL FRAME AND

& asmplying with the Freride

iding Cod ;
Temiun P:0 fi-& fﬂ,r/,%
Faplration Date_ S7] 5

!j /. !. /',F""-}r-'-—

o-mo3: laco@ool.com
EB-DO06719

FLORIDA Lo, 44167

ki Decy Frotwd
o203 NLIECD KD, 53022‘.1[')5%(‘ GDI?HFE{PORATION ]
/ﬁ X — REW BRAUWFELS, TD;EY:HMB‘YI
b
F_os 17/13 AG.
"- EC O ine:. r[ /

TILUT TESTING & ENOINEERING COMPANY
s355 MW, S6th, Si. Sta., 305, VRGNA casoens, R astge | VALUE SERIES SERIES RIM PANIC
Prone @ (3051711630 , Fox : (305)871-1631

WALTER A TILUT Jr., P.E,

EET TITLE:

EXT HARDWARE
DRING RUNGER:[REVISIOR: EFEET
13-045 [0LD 12-025)7 of O




VALUE SERIES HV40 & FHV40* RIM DEVICE INSTALLATION FOR

HURRICANE CODE. DOUELE DOOR APPLICATION W/ YALE

98" MAX, -
48" 48"

(1Z19mm z: : (1219mm%

MAX, PANEL WIDTH MAX, PANEL WIDTH

o= ==

siq.un 151,636 (Min,) B;[

(Win)x12 GAGE

(0.063 Min.) DOOR
LOCK REINFORCEMENT

HORIZONTAL
REFERENCE LINE -

- 3/4"1.856"3/4"x12

40"
OA. STEEL CHANNEL (1016mm)
T0P/BOTIOM
FINISHED \_
FLOQR = o e L e e s e L L e

" INTERIOR ELEVATION

2 15/16"
FACE SHEET STEEL skin  MIN.

16 GA {0.053" MIN. THICK)
Fy HIN=38 kel

OF STOP
OR MULLION
5/16"%2 1/2 x15/16"¥€12

NS,

B

e 2 3/4"
GA. '

STEEL HORIZONTAL STIFFENERS (TYP.}
SECTION B-B

N.T.S.

In.)x1.636"
®12%(Min.Jx12 GAG
0,093 Win) DOOR

&Min )

1 §"x0"x7 GAGE
MIN. STEEL HINGE
REINFORCEMENT
PLATE

"FBC APPROVED
OAM CORE (TYP.)

" FACE,

STEEL FRAME 16 GA MIN,

" DEPTH MIN,

MAX. AS.D. DESIGN PRESSURE RATING FOR RIM—PANIC

EXIT DEVICE (COMPONENT APPROVAL)

DOUBLE DOORS W/ YALE SERIES M-200 OR DETEX HOOR MULLIONS:

POSITIVE

+70 PSF,

NEGATIVE

~70 PSF,

TOP FITTINGS & CONNECTIONS
DEPENDING ON

@ or @D

(SEE SHEET 9 OF ;_\&559
FOR DETAILS) 6

I/

&
RN

.
\® or(158) MULLIONS

SEE GENERAL NOTE 7

o

EACH SIDE

OR DETEX MULLIONS

N.T.S.

PRODUCT RE
as comlying with the Floriar

fuiding Cuoile
Acceptance No
E,xplrmmn [¢1:}]

13y {C L-‘c\

MIAMI-DADE. COUNTY
APPROVED SINGLE

@DOOR UNDER
SEPARATE APPROVAL

SEE GENERAL
NOTE #9/3

3 1/8"
EXTENDED

2l

1
DOGGED

bW es?

(S04 o 5160 ::I
am_

( [A“V\_kt

Miami Dagde Prod

ASSEMBLY (ISOMETRIC)

N.T.S.

.~
\U\[\_BO'ITOM FITTINGS & CONNECTIONS
DEPENDING ON

@ o D

(SEE SHEET 9 OF 8
FOR DETAILS)

| unoerumimEss LABoRATORES - w10,

PHPMS, = PA HEAD PHLLPS MAGHINE

FHPUOMS, = FAT HEM) PHALIPS
DERCUT MACHINE ECREW

FHPUNS, = ns.é'f HEAD PHALIPS INE

$H0.5, = SOCKET HEAD CAP SCREW

LT

\\——jr.;‘—'
ﬂr

.&ww

“\6 EN-S‘@ ’}"
-Ng=3 44‘1‘6’?\"?\

‘_M-_A—W
O

\

T -:.fff""

SE G

., ONALE\\\ '

.......

MIAMI-DADE COUNTY

FRODUCT REVISED
s complylag with the Flarkde
Bulding Code

Accestince No g'g 5 25 1{3
Explration Dnle

° /
h zl Dad r Cealwl
©12013 TATECO 6. DETE&CDERPDRATION
HEW BRAURFELS, rx 78130
W BT
ILIEC O inc. \ 06/17/13 AG.

o-mal: Glicodocleom

TILOT TEQYING & ENGIMEERING COMPARY

8358 N, 38, SL, Sts, 305, VRGTEA GARDERS, 11 33168

VALUE SERlES RIM PANIC
Phene (N&]B?I —1530 , Fox a (305)871~1531

EXIT HARDWARE

ER-0005719 DRATING HUHBER: [REVISIOH: SHEET
W o i vy 13-045 |ol0 12-028[8 of ©




N e
o

034"

‘ [ 040"

2.050"

TOP FITTING
(YALE P/N 98-02683)
IRON CASTING TO
66-45-12, PRIMED

SPACER

PRODUCT REXEW LD

as complying with the Florker

- JIIII;’

UNODERWRITER'S LABORAYORIES —~ UL10OC,
UBG 7-2 (1687)

AHSI/BHVA Maea ombs 4 EXIT DEVIGE
FOR INFORMATION 0O

(:OT PART OF THE APPROVAL)

gé
:
ik

IODOGGINO KODEL
GRE‘SS

agﬁgﬁﬁ

GIROHIC RITEGRATION
gg%ESS WITH MAGHETI) LOCKING

2

i
%;
3

ESE=RNUNEOHBE
sggfasuotazn
:gEE

5
%

-

PASTERERS ABSRIVATIONS MEAIIG;
PHPUS, = I;AéJatl‘lvﬂb PHILLIFS MACHHE
FHPUONS. = pHLPS

M. = TAldaeur Sabane screw
FREMS, w FLAT HEAD PAOLLIPS MAGIRE

SHGS = SOCKET HEAD CAP SCREW

ZRRE,

shive,
ot ]
"t "c

§ \'}QJFNSS -,:9

/" SLORWO!

SioNA\ﬁ

MIAMI-DADE COUNTY

q,
<§‘

FRODUCT MEVISED -
i eompdying vith e Florige

Building Codr

Actesirsre Ho, ﬁ%_z%
Explration Date 342

By nf«fn:’- w«ﬁ"*
biiaal Onde Frodus Cosirel

TOP Puiding Code
INTO DOOR HEADER TOP FITTING FITTING Acce 0 (5 - OIS 08
: plance No
HRMIOUOATMG L e AA\ o A SRS i i g ol
218, . .
489° MS ZING PLATED :I%T:EPH%TGL; {f\: I?,S-%Eé’%"“ PER ANSI B117 OR EQUIVALENT By / ; ( Lende-
STEEL —%"‘L_m‘
L STRENGTH STAINLESS STEE Miasn] Dde Froduct ]
g Kk (8) INTO DOOR
; HEADER FRAME
le‘ ‘ FRAME
3080 '
AL NI
EXT FACE i %‘::/; STEEL FILLER
PLAN TOP FITTING N/ (PN 106074)
7
- \g EXT FAGE
)
\ TOP
) FITTING
\ (P 108075)
PRIMED & PAINTED, (
@ SECTION AT TOP_FITTING
247 PRIMED & PANTED
<%
%,
028" dE_j - /BO'I'I‘OM FITTING
i EXT FACE (1) 114" B 20 x 1 /4" S8 RH MS
W - ; f |~ 2N PLATED
. | :
340t v /é 2&%”
] \ -
ELEVATION BOTTOM FITTING et i} 2
.4
%, s R oL L EXT FAGE
G . . ! -3" a
[} L] ' 2
i 2028 2 242 376 - . ;
g o] " : —”—3/15 Ja, U EOE T\ BOTTOM
C Ly LN (I I .- FITTING
J—1 ()17 3 oo 2 emorosorey
L 1 2 = L1
o 1 _@% f’}h e I SECTION AT BOTTOM FITTING 21/ 41 ',
= N LL L/ -
B [am “ BOTTOM FITTING BOTTOM (2% 17
X |- J 2 PIECES 14" 3 2021 114" 85 RHMS {PIN 108078) EITTING
. ZING PLATED ASTM A-361 CFB STAINLESS LV
+“3° 0875 250 NS STEEL OR EQUIVALENT SECTION AT BOTTOM FITTING
i . 12547 18 d
,'!,5\ BOTTOM FITTING STRENGTH ZING PLATED CARBON STEEL » PIECES
W 1-1/2" EMBEDMENT ..,_«g/ (YALE P/N §8-0284) ,
PLAN BOTTOM FITTING INTG 3KS! CONGRETE, 0 1RON CASTING TO Wi 1-1/2" EMBEDMENT ©4013 TILIECO ic.

@1.75"0.C. W/ 4 1/2E.D,,

W (2) 31818 SH.C.S.
FMACHINE SCREWS

65-45-12, PRIMED

@ YALE M200 (REMOVABLE MULLION)

: INTO 3K$| CONCRETE,
@1.60° 0.0, W 4 112 E.D., W/ (2) 38%16 SHC.S.
MACHINE SCREWS

DETEX H90R (REMOVABLE MULLION)

/MLIEC O me. \

DETEX GORPDHATION
HEW BRAUHFEISJ X 78120
DRAWN B’f.
14-8-13 i AG.
HEET TITLE:

\[3]

Proae =

e-melt tittcaesl.com
EB-00067 18

WALTER A TLUIT Jr.,

YILLIY TESTIRG & ENOINEERING COMPANY

BI85 N, I8, 5L, Ste, 305, VWRGSPA GARDENS, B 33168
(305)371—1530 , Fox 1 (305)471-15H

P.E.

FLORIDA Uc. 44167

ADVANTEX SERIES RiM PANIC
EXIT HARDWARE

DRAWING HUMBER: [REVISOt:
13~045 |0WD 12-025

SHEET
g of O




